riek

Caleb Brett

REPORT OF ANALYSIS

Vessel United Moonlight

Port/Terminal Sprague, Searspori, ME

Ciient Reference V-03-1701

Our Reference 2003-0408

Date Sample Taken 12115403

Date Submitted 12/17/03

Date Tested 12/17/03

Sample Designated as  No. 6 Foel Oi}

Drawn By Intertek Caleb Brett

Representing Tank 3 after discharge

Lab Reference Number

Test Method Results Unigs

Gravity ASTM D 4052 10.6 APl @ 60F
Flash Peint ASTM D 538 +93 / +216 C/F
Viscosity @ J22F ASTM D 445/2161 247.7 1117} oSt/ 8FS
Pour Point ASTM D 97 -6/ +21 C/F
Water by Distillation ASTM D 95 0.10 % Volume
Sediment by Extraction ASTM 1D 473 *
S&W ASTM > 1796 * % Volume
Sulfur ASTM D 4294-98 1.83 % Weight
Ash ASTM D 482 1066 % Weight
Nitrogen, Chemiluminescenc: ASTM £ 5762 0.38 % Weight
Vanadium, Organic Ditution ASTM D 38638 224 mg/kg
Sodium, Organic Dilution ~ ASTM D 58638 28 mg/kg
Heat of Combustion ASTM D 240 18,243 BTU's/pound
Heat of Combustion Conversion 151,289 BTU's/gallon
API Gravity Table 8 8.293 APL
Asphaltenes [P-143 6.9 % Weight
Conradson Carbon Residue  ASTM D 189 12.6 % Weight

*Resulis pending

SPRAGUE PROVIDES THE ATTACHED INSPECTION REPORT/ANALYSIS

1TS/Caleb Breg

REPRESENTING THE SPECIFICATIONS OF THE PRODUCT A

TERMINAL IN TANK ON THE DATE OF INSPECTION NOTED gNT¥§ESgES%EE%AE
THIS ANALYSIS tS PROVIDED TO THE CUSTOMER FOR THE PURPOSE OF ‘
ESTABLISHING THE INDEPENDENTLY VERIFIED PRODUCT SPECIFICATION ON

A COMPOSITE BASIS IN SPRAGUE'S TERMINAL SHORE TANK AS NOTED ON THE
gERTlFICATE. THE INSPECTION REPORT IS NOT TO BE USED FOR ANY O?HERt
Bgﬁ‘sPOSE. SPRAGUE DISCLAIMS ANY LIABILITY FOR THE PRODUCT AFTER DELIVERY

PRAGUE TO CUSTOMER. SPRAGUE DISCLAIMS ANY WARRANTY OF
MERCHANTABILITY OR FITNESS FOR AN INTENDED USE EXCEPT AS MAY BE SPECIFICALLY
ENEE i%%iEéNoﬁi};&%gAggﬁcgNTHACT OR TERMS OF SALE BETWEEN SPRAGUE
- SPRAGUE ASSUMES NG LABILITY FOR *

THAT MAY ARISE FROM CUSTOMER'S LUSE OF THIS !NSPECII’O?\I R%L;IO’F@'S{&S;LOYSS\?}ES
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